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CREW: 60 WORK ORDER TYPE: PM REPAIR

Originator KEVIN MILLER Schedule Date
Planner KEVIN MILLER Priority
Drawing No Clearance
Equip No/Cat: 2CCE--A 1 Tag Request
Project 1D Text ID
Shutdown N No shutdown Fregquency

Ref No Last Reading

Step Job Scope

1 TIME EXPENDED FCR BOB WILSON TO BUILD TWC
VOLTAGE DIVIDER FCR TESTING ALSTCM VFDs.

LR RS R E RS S SR TSRS RS
JOB SCOPE:
1. NEEDS TO BE DONE BEFCRE FEBRUARY 1.

2. OBTAIN THE NECESSARY POWER RESISTORS
FROM THE OLD ID FAN DRIVES LOCATED IN
WAREHOUSE 4.

4. BUILD ASSEMBLIES SIMILAR TO WHAT YOU
DID LAST YEAR TO DROP THE VOLTAGE TO A
SAFE LEVEL USABLE BY THE METERS.

02-53663-38 ISSUE DATE 01/06/11
Date Completed:
3c
HNO Completed By

Accepted By
NOT SCHEDULED
No Reading

DY sSafety and Additional Information

Page 1 Of 2
Failure Code:

Signature

Signature

*% Delay Codes Legend #**

W=Whse C=CrSp T=Tag TL=Tool P=Plan
** Record Time Daily #* Delays
Emp No Date Hours Code/Hrs

*% IMPORTANT NOTICE **
YOU ARE RESPONSIBLE FOR YOUR OWN SAFETY AND MUST
ENSURE THAT THE REQUIRED PPE IS WORN FOR EVERY
JOB YOU ARE DOING. IF YOU HAVE ANY QUESTIONS
CONCERNING THE WORK RULES, SAFETY CODES, OR
REQUIRED PPE, PLEASE CONTACT YOUR SUPERVISOR.
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** Work Order Parts List #*%

Part No Description PO/Req/SIR Date Due u/M Ragd Commit Issued/Revd

1 07682 WIRE (BLECT), SIS S 334460 10/28/05 RL 1 0 1

2 07683 CLIP, ALLIGATOR S 324724 08/01/05 EA 8 0 8

3 18616 INSULATOR, BOOT S 324724 08/01/05 EA 8 0 8

4 18617 INSULATOR, BOOT S 324724 08/01/05 EA 8 0 8

5 18631 CLIP, MESH TEETH 5 324724 08/01/05 EA i6 o 16

6 26243 SET SCREW, 0.375-16 ALLOY S 324724 08/01/05 EA 32 0 32

7 26247 SET SCREW, 0.375-16 ALLOY S 324724 gg/01/08% EA 32 0 32

8 50609 ROD, ALLTHREAD g 324724 08/01/05 Ea 2 0 2

9 50617 ROD, ALLTHREAD S 324724 08/01/05 EA 2 0 2
10 51566 HEAT SHRINK, INSULATING S 334464 10/28/¢5 EA 1 0 1
11 76522 HEAT SHRINK, INSULATING S 334464 10/28/05 EA 1 0 1
12  DIRECT WIRE, HICH-VOLTAGE, 40KV DC, #14 AWG, 150C SILICONE INSULATI 06-49115 08/01/05 T 200 0 200
13 DIRECT BOX, JUNCTION, FIBERGLASS, 24% X 24" X 17", HOFFMAN P/N UUs 06-49026 08/01/05 EA 2 0 2

4 DIRECT PANEL, BACK, 21" X 21" ENCLOSURE, HOFFMAN P/N A24P24 06-49026 08/01/05 EA 2 Q 2
15 DIRECT CART, 500 LB CAPACITY, 36 X 26, FLUSH SHELF, GRAY, RUBBERMAI 06-50258 10/19/05 EA 2 s} 2



